APPENDIX
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CITY LIGHTING
STANDARD DETAILS
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11-1/2" DIA.
BOLT CIRCLE

TYPE ET—4

ET-4 HAS OPAQUE COVER

- 24" |

NOTES:

1.

MODELS ET—1 AND ET-3 WITH
UPLIGHT ARE NOT PERMITTED.

THIS STANDARD FOR DOWNTOWN
MALL USE ONLY.
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11-1/2" DIA.
BOLT CIRCLE

TYPE ET-2
CITY_STANDARDS

DOWNTOWN MALL LIGHT
FIXTURE — TYPE 1

REVISION

SCALE: N.T.S. STANDARD NUMBER:  LF—1




TYPE EP-1 IYPE PL-1
MOGUL BASE LAMP MEDIUM BASE LAMP
HOLDER HOLDER

4" DIA. 4" DIA.
ALLOY ALLOY

ALUMINUM \ ALUMINUM \

NOTE:
THIS STANDARD FOR DOWNTOWN
MALL USE ONLY

11" DIA. 11" DIA.
BOLT CIRCLE BOLT CIRCLE

CITY STANDARDS

DOWNTOWN MALL LIGHT FIXTURE
TYPE 2
REVISION SCALE: N.T.S. | STANDARD NUMBER:  LF—2




TYPE SL2

DESCRIPTION:
EXTERIOR METAL HALIDE STREET LIGHT, 2—HEADS AT
90", FULL CUT-OFF, TYPE Ill OPTICS, 20'-0" TO TOP
OF HEAD, BLACK FINISH

SEE SKETCH BELOW

FOR LARGER VIEW LAMP TYPE:
250 WATT METAL HALIDE ED28, 4000K, 65CRI
MAX. WATT = 288
VOLTS = 120

NOTE: THIS STANDARD FOR DOWNTOWN MALL USE ONLY.

APPROX. 5'-0"

CITY STANDARDS

CITY OF CHARLOTTESVILLE DOWNTOWN MALL LIGHT FIXTURE

REVISION SCALE: N.T.S. STANDARD NUMBER:  LF-3




34 11/16"

/ ~—HINGED HOOD
/

~TYPE 5 HYDROFORMED REFLECTOR
85W 120V LED UNIT

—CLEAR TEMPERED FLAT GLASS

f—=— ELA D55974 LED 4" MALE FITTER TENON

f— REMOVABLE BALLAST COVER

B5W 120V ELECTRONIC CONVERTER

—4"TENON TO FIT INSIDE 4"FLUTED POLE SHAFT

_~3/8-16 X 3/8" 5/S SELF LOCKING SET SCREW (6X)
o~

/,4"@ ALUM. FLUTED POLE SHAFT
-

_~ELA P3066D-12'

CITY OF CHARLOTTESVILLE LOGO
//'0.\2 ACCESS DOOR

L ANCHOR BOLTS

L @17 5/8"— (x4) 3/4-10X18"

VATIATIAGS NOman

CITY STANDARDS

LF—4
Residential Lighting

REVISION

SCALE: N.T.S.

STANDARD NUMBER: LF-4






